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August 26, 2026 
 
 
JAM #659 
Dr. Jamison Wilkins, Superintendent 
Southwestern School Corporation 
3406 W. 600 South 
Shelbyville, IN 46176 
 
 
Dear Superintendent Wilkins: 
 
The purpose of this letter is to report on the result of our indoor air quality evaluation at 
Southwestern Elementary School on August 18th. This evaluation was conducted to 
address a citizen complaint about the temperature and air quality in the school.  
   
The Carbon dioxide (CO2) levels inside were measured with the highest reading 1118 
parts CO2 per million parts of air (ppm).  The School Indoor Air Quality rule, 410 IAC 33-
4-2 states “(a) “Outdoor Air shall be supplied to classrooms when occupied.  (b) Carbon 
dioxide concentrations in the breathing zone shall never exceed 700 ppm over the 
outdoor concentration”, in this case giving a limit of 1120 ppm.   ASHRAE (American 
Society of Heating, Refrigeration, and Air Conditioning Engineers) recommends 15 cfm 
(cubic feet per minute) of outdoor air per person for classrooms.  
  
The outdoor relative humidity was measured at 59 percent (%) and the indoor relative 
humidity had a range of 48 to 63%.  Temperatures inside the building ranged between 
71-73 degrees. The School Indoor Air Quality Rule, 410 IAC 33-4-4 states “(b) Where 
provided, air-conditioning systems shall be capable of providing and shall be operated 
to maintain a temperature not to exceed seventy-eight (78) degrees Fahrenheit and 
sixty-five percent (65%) relative humidity during periods of student occupancy.”  
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Based on sample results and our visual inspection we do not note any deficiencies with 
the temperature levels and indoor air quality of the school.   
 
The School Indoor Air Quality rule 410 IAC 33-6-2 requires this report and any response 
to this report be posted within (5) days of receipt. The report(s) shall remain posted for 
(14) consecutive days both at the school building stated in the report, and on the 
school’s website, where it is accessible to students, parents, and employees.  A response 
to this report is not required.  
 
The School Indoor Air Quality rule 410 IAC 33 is available at 
https://www.in.gov/health/eph/files/A00330.pdf.  We have prepared Best Practices 
documents to aid schools in developing the policies required under this rule at 
https://www.in.gov/health/eph/files/Indoor-Air-Quality-in-Schools-Best-Practices-
Manual.pdf   
 
Individuals experiencing any health problems should seek medical advice from a 
physician.   
 
If you have questions, I can be reached at 317.682.9033.  
 
Sincerely, 

 
Judith Magaldi 
Indoor Air Industrial Hygienist 
Indoor Air Section, Environmental Public Health Division 
 
 
Enclosure  
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TABLE 1 
 

Southwestern Elementary School 
Shelbyville, IN 46176 

 
Computed Microbiological Air Sample Results 

Taken August 18, 2026 
 

Sample Location Persons Temp °F RH 
% 

CO2 
ppm 

1 101 2 73 52 600 
2 103 19 73 57 977 
3 107 2 72 51 703 
4 105 1 73 63 869 
5 Science Lab 7 71 48 578 
6 122 0 72 55 671 
7 128 0 72 55 736 
8 130 27 73 59 1118 
9 Cafeteria  0 73 59 602 
10 116 1 73 60 576 
11 139 8 73 58 628 
12  Outdoor 0 78 59 420 

 
Notes:   
 
% ---------percent 
ppm-------parts per million   
cfu/m3—colony forming units per cubic meter of air 
 
 
 


